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SHEET NOTES:

SIONONO

NOTES:

1. All

taped at conductor ends unless terminated.

KILOMETER POST | SHEET] TOTAL
DIST| COUNTY ROUTE TOTAL PROJECT | No |SHEETS
04 13.2/13.9 | 37 1204
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REGISTERLD ELECTRICAL ENGINEER DATE

PLANS APPROVAL DATE
PB AMERICAS, Inc.
A Parsons Brinckerhoff Company

303 Second St., Suite TOON
San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or complefeness of electronic copies of this plan sheet.

Caltrans now has a web site! To get fo the web site, go fo http:/ /www.dot.ca.gov

connections to Mini-Power Center MPC-1
E-236.

For
see

connections to Dehumidifier Unit #5
E-287A.

connections to RTU #10E see E-331.
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Field to tape shield wires. Do not ground
shield wires at RTU #10E-A.

spare conductors shall be coiled and
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